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GENERAL NOTE:

The GC shall provide a commissioning (Cx) agent review the design and do an at risk assessment of the work to be performed and submit a report and an approved commissioning plan before construction for each contract drawing set. Commissioning services shall be provided in accordance with the Department of Veterans Affairs Whole Building Commissioning Process Manual available at http://www.cfm.va.gov/til/Cx-RCx/CxManual.PDF.
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PARTIAL SITE PLAN- PHASE 1
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